GOODS LIFT (MACHINE ROOM LESS) ﬂ, HE A

LIFT WELL PLAN LIFT WELL ELEVATION
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Kgs. WIDTH DEPTH WIDTH DEPTH WIDTH HEIGHT
525 1100 1200 1875 1750 1000 2000 £
750 1200 1600 1950 2150 1000 2000 E
1050 1400 1800 2200 2350 1200 2000 E
1500 1700 2000 2550 2550 1500 2000 1
2025 1800 2500 2750 3050 1600 2000
2550 2000 2600 3000 3150 1800 2000
3000 2200 3000 3250 3550 2000 2000
3525 2200 3500 3250 4050 2000 2100
CAPACITY LIFT SPEED PIT DEPTH OVER HEAD CLEARIDOOI BELOW LENTIL FROM
4050 2500 3500 3550 4050 2200 2100 METERS/SEC. OPENI'\?G R) Ty et
5025 2600 4000 3650 4550 2300 2100 525 TO
2525 Kgs. 0.50to 1.0 1600 5800 1000 2250 2460
. 2525 TO
MANUAL OPERATED DOORS' 4000 Kgs.  0.50 To 0.75 1800 6000 2000 2250 2460

CAPACITY CAR INSIDE LIFT WELL ENTERANCE
Kgs. WIDTH DEPTH WIDTH DEPTH WIDTH HEIGHT

525 1100 1200 1800 1600 1000 2000

750 1200 1600 1900 2000 1000 2000

1050 1400 1800 2100 2200 1200 2000 NOTE

1500 1700 2000 2400 2400 1500 2000 1. All dimensions are in millimeters.

2025 1800 2500 2550 2900 1600 2000 2. Alldimensions are for clear finished lift walls after plastering.

2550 2000 2600 2800 3000 1800 2000 3. Allwalls minimum 150 RCC or 230 brick (hoist way front wall 230 brick preffered..
3000 2200 3000 3000 3400 2000 2000 4. Power supply 400 volts, 3 phase, 4 wires, 50Hz and 230 volts 1 phase terminating in
3525 2200 3500 3000 3900 2000 2100 a MCCB/ECCB switch to be provided by clients.

4050 2500 3500 3300 3900 2200 2100 5. For specific requirements our local representative will be happy to work with you
5025 2600 4000 3400 4400 2300 2100 in a preparation of working drawings.

w NOTE: The indicated sizes are approximate - for layout drawings, please contact with Hexa Lifts



GOODS LIFT (WITH MACHINE ROOM) ﬂ, HE A

LIFT WELL & MACHINE ROOM PLAN LIFT WELL ELEVATION

MACHINE ROOM (WIDTH)

| Machine Room Depth |
Shaft Width
. Cabin Width .
1 I |
I = ' =S § |
£ | ) el gl |
3 2 o| o
o ﬁ [« 4 o
-8 I | 2 <] |
X \ HE-
=2 , ‘ B 2| 3 | |
5 bl e — 8l & oY) v
g s *T AR gl 2
i e |
2 Ggpet | 0
§ o
] j Power ¢ = = [ “;
f) Source = — E -g ﬁ
T ®
— | Cladding Claddin e SV @ “
W Entrance O> = |
| Shaft Opening | £
| | BE |
(31 g OD-
Machine Room g g |
Lighting sy o
L1 %
Machine Room Access
1200 mm. X 2200 mm. |
‘ %
—
MANUAL OPERATED DOORS |
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Kgs. =~ WIDTH DEPTH WIDTH DEPTH WIDTH  HEIGHT | £ |
525 1100 1200 1800 1600 1000 2000 E §- |
750 1200 1600 1900 2000 1000 2000 8 |
1050 1400 1800 2100 2200 1200 2000 = |
1500 1700 2000 2400 2400 1500 2000 £
2025 1800 2500 2550 2900 1600 2000 ;
2550 2000 2600 2800 3000 1800 2000 =
3000 2200 3000 3000 3400 2000 2000 K
3525 2200 3500 3000 3900 2000 2100 [EEmNNchatahoa ,
4050 2500 3500 3300 3900 2200 2100
5025 2600 4000 3400 4400 2300 2100 CAPACITY LIFTSPEED  PIT DEPTH OVER HEAD CLEARIDOOR] BELOW LENTIL FROM
METERS/SEC. OPENING Manual Automatic
AUTOMATIC DOORS gézssT;?gs. 025t00.50 1600 4600 1000 2250 2460
2525 TO
CAPACITY CAR INSIDE LIFT WELL ENTERANCE 4000 Kgs.  0.25To 0.32 1800 4800 2000 2250 2460
Kgs. WIDTH DEPTH WIDTH DEPTH WIDTH HEIGHT
525 1100 1200 1875 1750 1000 2000
750 1200 1600 1950 2150 1000 2000 NOTE

1050 1400 1800 2200 2350 1200 2000
1500 1700 2000 2550 2550 1500 2000
2025 1800 2500 2750 3050 1600 2000
2550 2000 2600 3000 3150 1800 2000
3000 2200 3000 3250 3550 2000 2000
3525 2200 3500 3250 4050 2000 2100
4050 2500 3500 3550 4050 2200 2100
5025 2600 4000 3650 4550 2300 2100

1. All dimensions are in millimeters.

2. Alldimensions are for clear finished lift wells after plastering.

3 All walls minimum 150 RCC or 230 brick (hoist way front wall 230 brick preffered).

4. RCC machine room structural floor slap 150 thick designed to sustain minimum
1000 Kg./ WUDL.

5. Power supply 400 volts, 3 phase, 4 wires, 50Hz and 230 volts 1 phase terminating in
a MCCB/ELCB switch to be provided by clients.

6. For specific requirements our local representative will be happy to work with you in

a preparation of working drawings.

w NOTE: The indicated sizes are approximate - for layout drawings, please contact with Hexa Lifts



